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ABSTRACT

This paper presents an investigation into integrated wind +
combustion engine high penetration electrical generation
systems. Renewable generation systems are now a reality of
electrical transmission. Unfortunately, many of these renewable
energy supplies are stochastic and highly dynamic. Conversely,
the existing national grid has been designed for steady state
operation. The research team has developed an algorithm to
investigate the feasibility and relative capability of a
reciprocating internal combustion engine to directly integrate
with wind generation in a tightly coupled Hybrid Energy
System. Utilizing the Idaho National Laboratory developed
Phoenix Model Integration Platform, the research team has
coupled demand data with wind turbine generation data and the
Aspen Custom Modeler reciprocating engine electrical
generator model to investigate the capability of reciprocating
engine electrical generation to balance stochastic renewable
energy.

INTRODUCTION

As global population climbs toward an expected 8 billion
people by 2030, primary energy consumption is expected to
increase by almost 40% from approximately 520 exajoules
consumed today to almost 740 exajoules [1][2]. Energy used
for transportation, industrial, commercial, and residential
energy use is expected to grow substantially creating
considerable pressure on global and local energy markets. The
size and timing of growth in energy use is expected to cause the
world’s governments to implement policy and energy
infrastructure based on balancing the three pillars of energy
security: economic stability, environmental sustainability, and
resource security [3].

Clean energy resources such as nuclear, solar, hydropower,
and wind have the potential to satisfy part of the growing
energy demands, even as global use of fossil energy,
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particularly coal, continues to rise [1][2]. However, fully
leveraging these clean energy resources will require new
technology and energy system approaches to fully integrate
these resources into energy markets beyond electricity
(industrial processes and transportation). In addition, more
efficient and effective electricity production and transmission
systems will need to be developed. These electricity systems
will need to mitigate the impact of intermittency created by
integration of major renewable energy resources (wind and
solar), and avoid mismatches between load and generation
created by integration of large generation sources (nuclear
and/or coal) in constrained electricity markets. Intermittency
and production/demand mismatch could cause inefficient
capital use and/or system instability.

One approach to meeting these objectives is hybrid energy
systems (HES). Broadly described, HES are energy product
production plants that take two or more energy resource inputs
(typically includes both carbon and non-carbon based sources)
and have the capability to produce multiple energy products
(e.g. clectricity, liquid transportation fuels, industrial
chemicals) in an integrated plant. Studies have shown that non-
nuclear integrated (hybrid) energy systems can have appealing
attributes in terms of overall process efficiency [4], enhanced
electric grid stability, renewable energy integration, economic
performance [5][6][7], and lifecycle greenhouse gas emissions

[8].

ENERGY MANAGEMENT

The Department of Energy (DOE) Federal Energy
Management Program (FEMP) facilitates the Federal
Government's implementation of sound, cost-effective energy
management and investment practices to enhance the nation's
energy security and environmental stewardship [9]. Federal
agencies must meet energy management requirements outlined
by each of the following Federal statutory laws and regulations:

e National Energy Conservation Policy Act



Executive Order (EO) 13514
Energy Independence and Security Act of 2007
EO 13423
Energy Policy Act of 2005
EO 13221

e  Energy Policy Act of 1992
Each of the listed Federal statutory laws and regulations require
all Federal agencies to meet a variety of energy management
requirements, for example: renewable energy use increase,
greenhouse gas management, petroleum use reduction and
alternative fuel use increase, etc. For example, EO 13423
mandates that at least half of renewable energy used by the
Federal Government must come from new renewable sources
(in service after January 1, 1999), spurring the continued
installation of renewable sources of energy generation [9].

RENEWABLE ENERGY GENERATION

The electricity grid is designed to address two fundamental
facts. First, the electrical loads that the system must meet can
vary over each minute, hour and season by 50% or more.
Second, each generation type has different operating
characteristics, both positive and negative.

Fossil and nuclear plants generally provide stable
“baseload generation,” but those plants can fail suddenly or
require unscheduled maintenance, so the grid always needs
back-up reserves. Coal and nuclear plants are also relatively
inflexible resources—they cannot be ramped up and down
economically to follow hourly load swings. Therefore, the grid
requires large amounts of quickly rampable resources like
natural gas plants and some hydro generation to handle swings
in load in addition to baseload power [10].

Wind projects, on the other hand, produce output that is
difficult to predict more than a few hours ahead of time and can
be controlled only in the down direction. Blades can be
“feathered” to reduce their output, and newer wind plants
restrain how fast they ramp up when the wind starts to blow.
These mechanisms can help the grid deal with rapid increases
in wind, but not with down ramps—or of course with no wind
at all.

To match load and generation, grid operators rely on
flexible or “dispatchable” resources, usually gas-fired turbines
or reciprocating internal combustion engines (RICE), and
hydropower. Every system has in place today enough of these
resources to match loads with resources through hourly, daily
and seasonal changes plus extra reserves to cover unexpected
outages. Adding wind to the grid requires more of these
dispatchable resources [10].

A May, 2010 report by the National Renewable Energy
Laboratory (NREL) entitled the “Western Wind and Solar
Integration Study”, investigated the operational impact of a
30% wind plus 5% solar energy penetration on the grid served
by the WestConnect utilities. These utilities cover the states of
Nevada, Colorado, Wyoming, Arizona and New Mexico. Its
main conclusion was:

It is feasible for the WestConnect region to accommodate
30% wind and 5% solar energy penetration. This requires
key changes to current practice, including substantial
balancing area cooperation, sub-hourly scheduling, and
access to underutilized transmission capacity.

While the study showed that integration of large amounts
of renewables was feasible and economical, it requires the
following changes to current practices:

1. Substantially increase balancing area cooperation or

consolidation, real or virtual;

2. Increase the use of sub-hourly scheduling for

generation and interchanges;

3. Increase utilization of transmission;

4. Enable coordinated commitment and economic

dispatch of generation over wider regions;

5. Incorporate state-of-the-art wind and solar forecasts in

unit commitment and grid operations; and

6. Increase the flexibility of dispatchable generation

where appropriate (e.g., reduce minimum generation
levels, increase ramp rates, reduce start/stop costs or
minimum down time).

Highlighting item number six of the preceding list, it is
apparent that this issue can be addressed via the use of large
reciprocating engine generation plants. The integration of
reciprocating engine with renewable resources may provide the
needed stability for growth in the use of renewable based
power generation.

INTEGRATION CHALLENGES
Wind turbine electrical generation is not only “non-
dispatchable,” meaning that it is not rampable, but is stochastic
and highly dynamic, shown in Figure 1.
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Figure 1: Example of July Wind Speed and Generation

Figure 1 highlights not only the highly stochastic nature of
wind itself, but shows how relatively “unavailable” wind
generation is during the summer months when electrical
demand is generally at its highest. This wind farm was rated at
30 MW, note that the average generation for the month of July



was approximately 1.54 MW. Also of note is that the daily
electrical generation peaks happen around 2:00 AM, when
demand is at its lowest [12].

There are a variety of methods by which wind energy and

its transfer to the electrical grid is characterized:

e Capacity factor — the ratio of the actual energy
produced in a given period, to the hypothetical
maximum possible, i.e. running full time at rated
power.

e Penetration — amount of energy produced by a
resource, as a percentage of total energy used, in a
given region.

e Dispatchability — ability of a power plant to be turned
on quickly to a desired level of output.

For comparison, approximate values of each are shown in
Table 1.

Table 1: Comparison of Wind Energy [12]

Wind RICE Baseload
Capacity Factor | 20% 80% 90%
Penetration 0.2% 20% 40%
Dispatchability NA 90% 60%

Large reciprocating internal combustion engine powered
electrical generation has the capability to provide energy
solutions for the integration of intermittent renewable
generation sources, i.e. wind. Previously, this pairing of RICE
and wind has been limited to separate generation sources
located “near” each other on the local or regional electrical
grid, shown in Figure 2. The RICE was then used as backup for
the wind farm during periods of high demand.
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Figure 2: Conventional Energy Integration

Alternately, this paper investigates the feasibility and
relative capability of the RICE to directly integrate with wind
generation in a tightly coupled Hybrid Energy System, shown
in Figure 3.
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Figure 3: Tightly Coupled Energy Integration

INTEGRATED MODEL

The goal of the tightly coupled energy integration
development was to investigate the feasibility, challenges, and
technology development required to truly increase the capacity
factor, penetration, and dispatchability of a wind-RICE Hybrid
Energy System.

Using the local demand and wind turbine operating data,
the authors determined the daily generation requirement, and
associated ramp rates required to effectively dispatch the RICE
generation system.

The model integration architecture, shown in Figure 4
utilized local demand data to develop an algorithm for required
electrical generation. This electrical generation was then
compared with available wind generation, triggering the
dynamic RICE algorithm to meet any electrical generation
requirements not met by the stochastic nature of the wind.
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Figure 4: Model Integration Architecture



The wind turbine sub-model was based on simulations of
wind generation extracted from the NREL Western Wind
Dataset. The dataset was created using Numerical Weather
Prediction models that recreated historical weather for the
western US. The modeled data was temporally sampled every
10 minutes and spatially sampled every arc-minute
(approximately 2 kilometers) [12]. The NREL dataset allowed
the research team to develop a control based algorithm to
quantify date- and site-specific wind turbine operation. The
control based wind turbine sub-model was then wrapped and
integrated into the Phoenix Model Integration Platform.

Parallel to the wind turbine sub-model, the research team
developed a temporally based mean-value reciprocating engine
model. The thermodynamic RICE algorithm includes: 1) first
and second law thermodynamic model for air delivery and
exhaust removal, 2) mass and energy balances, using equations
of state and chemical equilibrium, for in-cylinder pressure and
temperature, and 3) chemical kinetic models for pollutant
emission formation. This thermodynamic algorithm is then
encapsulated by a control based model that effectively
translates in-cylinder pressure into mechanical work. RICE
mechanical shaft work is then translated to electrical generation
via an electrical generator model. The data flow resulting in the
completed dynamic RICE algorithm for electrical generation is
shown in Figure 5.
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Figure 5: Dynamic RICE Algorithm

As the dynamic RICE algorithm operated in response to
both demand and wind generation changes, it became apparent
to the research team, that existing RICE may not be capable of
such dynamic operation. The wind-RICE hybrid system

requires multiple megawatt output ramping over relatively
short spans of time. For example, in order to operate without
over or under producing to avoid waiting fuel or risking an
electrical brown-out of the area, the prime mover would have
to effectively fill in the gap in generation between the wind and

demand lines as shown in Figure 6.
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Figure 6: RICE Intermittent Generation Requirement

This dynamic operation raises important questions as to the
capability of large industrial engines to operate as intermittent
and load following generation sources. In response to these
operational questions, the authors collected data about existing
RICE ramp rates. On average, large reciprocating engines are
capable of ramp rates (load and unload) of 30 kW/s (1.8
MW/min) [13].

In order to investigate the feasibility of operating the wind-
RICE HES, the research team mapped the required electrical
generation of the RICE versus the required ramp rate to balance
the wind turbine generation (Figure 7).
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Figure 7: RICE Generation and Required Ramp Rate

Figure 7 highlights two opportunities for further
investigation into the operation of a wind-RICE HES:



1. Ramp rate exceeded: at three different 10 minute
intervals (beginning at 10:20 PM, 10:30 PM, and
11:10 PM) the maximum ramp rate of 1.8 MW/min is
exceeded. Either tighter control of the RICE is needed
to facilitate higher ramp rates, or some other
mechanism for electrical generation must be integrated
(e.g. battery).

2. “Negative” RICE electrical generation values: at 10:40
PM, 11:20 PM, and 11:50 PM, the wind generation is
in excess of the electrical demand. Therefore, the
RICE is not needed, but some form of dynamic
electrical storage is needed.

Furthermore, the wind-RICE HES algorithm assumes that
advanced automation and control of intelligent plant devices
integrated into some mechanism for plant-wide communication
is available. A brief review of available literature suggests that
this level of automation, control, and integration may not be
currently available for implementation [4][6][7][11][14][15].

The authors plan to continue to develop this integrated
model to investigate further opportunities and constraints for
dynamic operation of RICE.

CONCLUSION

In conclusion, the research team has developed an
algorithm for instantaneous electrical penetration to investigate
the feasibility and relative capability of the RICE to directly
integrate with wind generation in a tightly coupled Hybrid
Energy System.

This study identifies both the need for more tightly
controlled operation of RICE and the development of grid-scale
electrical storage. This development will lead to control
development for reactive power needs and eventually include
work in voltage and frequency regulation. The investigators
plan to expand the tightly coupled energy integration model to
include other stochastic, non-dispatchable sources of renewable
energy.

NOMENCLATURE
DOE Department of Energy
EO Executive Order

FEMP | Federal Energy Management Program

HES Hybrid Energy System

INL Idaho National Laboratory

NREL | National Renewable Energy Laboratory

RICE Reciprocating Internal Combustion Engine
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